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XXX

XXX

A000
A101 FLOOR PLAN
A102 ENLARGED PLAN & TOILET
A111 REFLECTED CEILING & FINISH  PLAN
A121 ROOF PLAN
A201 EXTERIOR ELEVATIONS
A301 BUILDING SECTIONS
A501 PLAN DETAILS

G101 CODE SUMMARY
G102 LIFE SAFETY PLAN

MOORE COUNTY CONVENIENCE CENTER

DRAWING LIST

SHEET NO. SHEET NAME

C001 COVER
C002 ABBREVIATIONS, SYMBOLS, AND GENERAL NOTES

M001
M100

MECHANICAL LEGENDS & GENERAL NOTES
MECHANICAL PLAN

E001
E002

ELECTRICAL COVER
ELECTRICAL GENERAL NOTES

P300
P301

PLUMBING DETAILS 1
PLUMBING DETAILS 11

ABERDEEN
NORTH CAROLINA

SUBMISSION: CONSTRUCTION 

P001 PLUMBING LEGEND & GENERAL NOTES
P100 PLUMBING WASTE & VENT PLAN & RISER
P101 PLUMBING WATER PLAN & RISER M300 MECHANICAL DETAILS I

M301 MECHANICAL DETAILS II
E100 ELECTRICAL SITE PLAN
E200 ELECTRICAL LIGHTING & POWER PLANS
E400 ELECTRICAL RISER, LIGHTING & PANEL SCHEDULES
E500 ELECTRICAL DETAILS I
E501 ELECTRICAL DETAILS II

S001

S102

STRUCTURAL NOTES & LEGENDS

ROOF FRAMING PLAN
S101 FOUNDATION PLAN



MOUNTING HEIGHTS

FINISH FLOOR

2' 
- 1

0"4' 
- 0

"
MA

X.

3' 
- 4

"

1' 
- 5

"

5' 
- 4

"

2' 
- 0

"3' 
- 8

"

FINISH FLOOR

4' 
- 0

"

4' 
- 0

"

MA
X.4' 
- 0

"

MA
X.

2'-
5"

 M
IN

. C
LR

.

ACCESSIBLE STALL

GB36 GB42
NDTH

1' - 6"

17
"-1

9"

3' - 0" 6"
MAX.

3' - 0"
MAX.

1' 
- 7

"

3' - 6" 1' - 0"
MAX.

FINISH FLOOR 1' 
- 6

"3' 
- 2

"
3' 

- 9
"

4' 
- 6

"6' 
- 8

"

ELEC/DATA OUTLET
LIGHT SWITCH
GANG OF DIMMER SWITCHES
KEYPAD

PHONE OR SECOND ROW 
OF SWITCHES

THERMOSTAT

FIRE STROBE

TYPICAL DEVICES AT DOOR 
(COORD. WITH PLANS)

1' 
- 6

"3' 
- 2

"
3' 

- 9
"

4' 
- 6

"6' 
- 8

"

ELEC/DATA OUTLET
LIGHT SWITCH
GANG OF DIMMER SWITCHES

PHONE OR SECOND ROW 
OF SWITCHES

THERMOSTAT

FIRE STROBE

TYPICAL DEVICES AT EDGE OF 
WALL(COORD. WITH PLANS)

6" TYP. U.O.N. 6" TYP. U.O.N.

1' 
- 6

"3' 
- 2

"
3' 

- 9
"

4' 
- 6

"6' 
- 8

"

ELEC/DATA OUTLET
LIGHT SWITCH

PHONE OR SECOND ROW 
OF SWITCHES

THERMOSTAT

FIRE STROBE

TYPICAL DEVICES AT 
COLUMN(COORD. WITH PLANS)

EQ. EQ.

EXIT

1' 
- 0

" U.O.N ON INTERIOR 
ELEVATIONS

5' 
- 0

"

3"

ILLUMINATED EXIT SIGN,
WALL MOUNTED

ROOM SIGN, MOUNT ON 
LATCH SIDE OF DOOR

TYPICAL SIGNAGE
(COORD. WITH 
PLANS)

3' 
- 0

"
MA

X 
AT

 S
PO

UT

MA
X 

AT
 H

AN
DL

E

SOAP 
DISPENSER

PAPER TOWEL
DISPENSER

COAT HOOK-
ADA

COAT HOOK MIRROR-
ADA

LAVATORY-
ADA

URINAL-
ADA

URINAL

FIRE EXTINGUISHER
CABINET

DRINKING FOUNTAINS

33
"-3

6"

33
"-3

6"

ACCESSIBLE SHOWER

33
"-3

6"

17
"-1

9" 38
"-4

8"

1' - 6" 1' - 6"

GB

SEAT

CO
NT

RO
LS

39
"-4

1"

GB18

39"-41"

ROOM NAME
101

1

A

101

0

A101
1

SYMBOL LEGEND

ROOM NAME 
AND NUMBER

DOOR NUMBER

WALL TYPE

WINDOW TYPE

BUILDING 
ELEVATION

INTERIOR 
ELEVATION

BUILDING 
SECTION

WALL SECTION

EGRESS ARROW

COLUMN BUBBLE

PLAN OR SECTION 
DETAIL

NORTH ARROW

DRAWING NUMBER

SHEET WHERE 
SECT. IS DRAWN

DRAWING NUMBER

SHEET WHERE 
SECT. IS DRAWN

COLUMN LINE 
NUMBER OR 
LETTER

CENTERLINE

DRAWING NUMBER

SHEET WHERE 
DETAIL IS DRAWN

AREA 
DETAILED

SHEET WHERE ELEV . 
IS DRAWN

DRAWING NUMBER

SHEET WHERE 
ELEV. IS DRAWN

DRAWING NUMBER1
A201

1
A211

ABBREVIATIONS
@ AT
AB AIR BARRIER
A/C AIR CONDITION(ER)(ING)
ACC ACCESSIBLE
ACMALUMINUM COMPOSITE MATERIAL
ADJ ADJACENT
AFF ABOVE FINISH FLOOR
AL ALUMINUM
ALT ALTERNATE
ARCH ARCHITECT(URAL)

BD BOARD
BFF BELOW FINISH FLOOR
BLDG BUILDING
BLKG BLOCKING
BOS BOTTOM OF STEEL
BRGBEARING

CG CORNERGUARD
CJ CONTROL JOINT
CL CENTERLINE
CLG CEILING
CMUCONCRETE MASONRY UNIT
COL COLUMN
CONC CONCRETE
CONT CONTINUOUS
CPT CARPET
CW CURTAIN WALL

DEMO DEMOL(ISH)(ITION)
DF DRINKING FOUNTAIN
DIA DIAMETER
DIM DIMENSION
DN DOWN
DTL DETAIL
DS DOWNSPOUT
DWG DRAWING

EA EACH
EIFSEXTERIOR INSULATION AND FINISH SYSTEM
ELEC ELECTRICAL
EODEDGE OF DECK
EOS EDGE OF STEEL
EQ EQUAL
EWC ELECTRIC WATER COOLER
EXST EXISTING
EXT EXTERIOR

FD FLOOR DRAIN
FE FIRE EXTINGUISHER
FEC FIRE EXTINGUISHER CABINET
FIN FINISH
FLR FLOOR
FF FINISH FLOOR
FPRF FIREPROOFING
FRT FIRE RETARDANT TREATED
FT FOOT/FEET
FV FIELD VERIFY

GA GAUGE
GALV GALVANIZED
GC GENERAL CONTRACTOR
GFRC GLASS FIBER REINFORCED CONCRETE
GL GLASS
GWB GYPSUM WALLBOARD
GYP GYPSUM

HGT HEIGHT
HM HOLLOW METAL
HR HOUR
HVAC HEATING, VENTILATING, AND AIR CONDITIONING

INFO INFORMATION
INT INTERIOR

JT JOINT

LAV LAVATORY
LB POUND
LH LEFT HAND

MAXMAXIMUM
MECH MECHANICAL
MFRMANUFACTURER
MIN MINIMUM
MISC MISCELLANEOUS
MO MASONRY OPENING
MTL METAL

N NORTH
NA NOT APPLICABLE
NC NON-COMBUSTIBLE
NCSBC NORTH CAROLINA STATE BUILDING CODE
NIC NOT IN CONTRACT
NO NUMBER
NTS NOT TO SCALE

OC ON CENTER
OPP OPPOSITE
OM ORNAMENTAL METAL

PL PLATE
PLAM PLASTIC LAMINATE
PLBG PLUMBING
PMEPLUMBING, MECHANICAL, ELECTRICAL
PT PRESSURE TREATED
PVC POLYVINYL CHLORIDE
PWD PLYWOOD

RCP REFLECTED CEILING PLAN
RD ROOF DRAIN
RDL ROOF DRAIN LEADER
REF REFRIGERATOR
REINF REINFORCE(D)(ING)(MENT)
REQREQUIRED
RH RIGHT HAND
RM ROOM
RO ROUGH OPENING
RTU ROOF TOP UNIT

SCW SOLID CORE WOOD
SF SQUARE FOOT/FEET
SFT STOREFRONT
SIM SIMILAR
SPEC SPECIFICATION
SQ SQUARE
SS STAINLESS STEEL
STD STANDARD
STL STEEL
SUSP SUSPENDED

T&G TONGUE & GROOVE
THRU THROUGH
TLT TOILET
TOBB TOP OF BOND BEAM
TOMTOP OF MASONRY
TOP TOP OF PARAPET
TOS TOP OF STEEL
TSTAT THERMOSTAT
TYP TYPICAL

UL UNDERWRITERS LABORATORY
UONUNLESS OTHERWISE NOTED

VB VAPOR BARRIER
VCT VINYL COMPOSITION TILE
VIF VERIFY IN FIELD

W/ WITH
W/I WITHIN
W/O WITHOUT
WC WATER CLOSET
WD WOOD
WT WEIGHT
WWF WELDED WIRE FABRIC

GENERAL NOTES

1.  GENERAL CONTRACTOR IS RESPONSIBLE FOR OBTAINING AND PAYING FOR PERMITS AND 
INSPECTIONS REQUIRED BY PUBLIC AUTHORITIES GOVERNING THE WORK.
2.  REVIEW DOCUMENTS, VERIFY DIMENSIONS AND FIELD CONDITIONS.  REPORT ANY CONFLICTS OR 
OMISSIONS TO THE ARCHITECT FOR CLARIFICATION PRIOR TO PERFORMING ANY WORK IN 
QUESTION.
3.  CONTRACTOR TO NOTIFY ARCHITECT OF ANY DISCREPANCIES BETWEEN ARCHITECTURAL AND 
CONSULTANT DRAWINGS, AND SHALL OBTAIN WRITTEN CLARIFCATION FROM ARCHITECT BEFORE 
PROCEEDING WITH THE WORK IN QUESTION OR RELATED WORK.
4.  SUBMIT REQUESTS FOR SUBSITITIONS, REVISIONS, OR CHANGES TO ARCHITECT FOR REVIEW 
PRIOR TO PURCHASE, FABRICATION, OR INSTALLATION.
5.  OWNER WILL PROVIDE WORK NOTED "BY OTHERS" OR "NIC" UNDER SEPARATE CONTRACT.  
INCLUDE SCHEDULE REQUIREMENTS IN CONSTRUCTION PROGRESS SCHEDULE AND COORDINATE 
TO ASSURE ORDERLY SEQUENCE OF INSTALLATION, UNLESS OTHERWISE DIRECTED.  NOTIFY 
ARCHITECT OF ANY CONFLICTS OR DISCREPANCIES WITH NIC ITEMS. 
6.  COORDINATE TELECOMMUNICATIONS, DATA, AND SECURITY SYSTEM INSTALLATIONS.  
7.  DO NOT SCALE DRAWINGS; WRITTEN DIMENSIONS GOVERN.  IN CASE OF CONFLICT, CONSULT THE 
ARCHITECT.
8.  PROVIDE A PORTABLE FIRE EXTINGUISHER WITHIN 75 FOOT TRAVEL DISTANCE TO ALL PORTIONS 
OF THE BUILDING ON EACH FLOOR, AND ADDITIONAL FIRE EXTINGUISHERS AS REQUIRED BY FIRE OR 
BUILDING FIELD INSPECTORS.
9.  PROVIDE ILLUMINATED EXIT SIGN OVER REQUIRED EXITS, WHERE SHOWN ON DRAWINGS, AND 
ADDITIONAL SIGNS AS REQUIRED BY FIRE OR BUILDING FIELD INSPECTORS.  CONNECT EXIT SIGNS 
TO EMERGENCY POWER CIRCUITS.
10.  PRIOR TO CORING SLAB FOR FLOOR POWER OR DATA, REVIEW LOCATIONS WITH ARCHITECT 
AND OWNER.
11.  GANG ADJACENT LIGHT SWITCHES AND COVER WITH A SINGLE PLATE.
12.  MAINTAIN INTEGRITY OF FIRE RESISTANCE RATING OF ALL RATED SHAFT ENCLOSURES AND 
RATED PARTITIONS BEHIND RECESSED WALL ACCESSORIES, SUCH AS FIRE EXTINGUISHER 
CABINETS, TOILET ACCESSORIES, AND ELECTRICAL BOXES. 
13.  NO EXPOSED CONDUIT, WIRING, PIPING, OR BOXES IS PERMITTED WITHOUT ARCHITECT 
APPROVAL, UNLESS SPECIFICALLY NOTED OTHERWISE.  
14.  GENERAL CONTRACTOR WILL BE RESPONSIBLE FOR COORDINATION BETWEEN THE TRADES 
PROVIDING SYSTEMS IN OPEN CEILING CONDITIONS.  COORDINATION DRAWINGS AND ANY 
CONFLICTS ARE TO BE REVIEWED WITH THE ARCHITECT PRIOR TO INSTALLATION.
15.  REFER TO THE PROJECT MANUAL FOR COMPLETE GENERAL REQIUREMENTS AND CONDITIONS 
OF THE CONTRACT.  THE PROJECT MANUAL SHALL TAKE PRECEDENCE OVER THESE GENERAL 
NOTES IN THE EVENT OF A CONFLICT.
16.  IF PROVIDED, REFER TO ENLARGED PLANS AND PLAN DETAILS FOR ADDITIONAL INFORMATION 
AND DIMENSIONS.
17.  ANY DIMENSIONS OF, OR TYING IN TO, EXISTING BUILDING COMPONENTS ARE TO BE FIELD 
VERIFIED PRIOR TO COMMENCEMENT OF WORK.  REVIEW ANY DISCREPANCIES WITH ARCHITECT 
PRIOR TO COMMENCEMENT OF WORK.
18.  TYPICAL DETAILS SHOWN ON THE DRAWINGS SHALL BE INCORPORATED AT ALL APPROPRIATE 
LOCATIONS WHETHER OR NOT SPECIFICALLY REFERENCED AT EACH LOCATION.
19.  IN AREAS OF HARD CEILING, BUILDING SYSTEMS SHALL BE CONFIGURED TO AVOID OR MINIMIZE 
ABOVE-CEILING ACCESS.  THE LOCATION OF ALL ACCESS DOORS MUST BE COORDINATED WITH AND 
APPROVED BY ARCHITECT PRIOR TO THE INSTALLATION OF ANY ABOVE-CEILING EQUIPMENT, 
DAMPERS, VALVES, JUNCTION BOXES, ETC.  ANY ACCESS DOORS OR PANELS REQUIRED IN WALLS 
MUST ALSO BE COODINATED WITH AND APPROVED BY THE ARCHITECT PRIOR TO THE INSTALLATION 
OF THE EQUIPMENT REQUIRING ACCESS.    
20.  CONTRACTOR SHALL BE SOLELY RESPONSIBLE FOR THE ACCURACY OF HIS MEASUREMENTS 
AND TAKE-OFFS FOR MATERIAL ORDERS.            
21.  VARIATIONS IN FLOOR LEVEL IN EXCESS OF 1/8" FOR EVERY 10'-0" (U.O.N.) SHALL BE LEVELED BY 
CONTRACTOR.    

MATERIAL LEGEND

CMU

BATT INSULATION

WOOD

BRICK

STEEL

GROUT, MORTAR, 
SAND, OR PRECAST

ALUMINUM

CONCRETE

CARPET

SOIL FILL

ROCK FILL

GYPSUM BOARD

RIGID INSULATION

PLYWOOD

WOOD BLOCKING 
(CONTINUOUS)

WOOD BLOCKING 
(INTERRUPTED)
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NAME OF PROJECT:
ADDRESS:

OWNER/AUTHORIZED AGENT:
CONTACT E-MAIL:  
TELEPHONE:

ARCHITECTURAL
CIVIL
ELECTRICAL

PLUMBING
MECHANICAL
SPRINKLER-STANDPIPE

BUILDING ELEMENT
REQ'D* 

DETAIL # 
AND  

SHEET #

DESIGN # FOR 
RATED 

ASSEMBLIES

DESIGN # 
FOR RATED 

PENETRATION

FLOOR, ROOM, OR 
SPACE DESIGNATION

MINIMUM 
NUMBER OF EXITS

REQ'D
SHOWN 

ON 
PLANS

ALLOWABLE 
TRAVEL 

DISTANCE 
(TABLE 
1015.1)

TRAVEL DISTANCE

ACTUAL TRAVEL 
DISTANCE 
SHOWN ON 

PLANS

REQUIRED 
DISTANCE 
B/W EXIT 
DOORS

ARRANGEMENT MEANS OF 
EGRESS     (SECTION 1015.2)

ACTUAL 
DISTANCE 
SHOWN ON 

PLANS

FIRM NAME LICENSE # PHONE #

DESIGN # 
FOR 

RATED 
JOINTS

STRUCTURE CONFORMS TO CONVENTIONAL LIGHT FRAME PROVISIONS OF 2308

BUILDING CODE SUMMARY FOR ALL COMMERCIAL PROJECTS
NC 2018 BUILDING CODE

400 TURNING LEAF WAY; ABERDEEN, NC   

HUFFMAN ARCHITECTS, PA 9314 (919) 740-5669

NEW BUILDING

RENOVATION

INTERIOR

INTERIOR WALLS & PARTITIONS

FLOOR CONSTRUCTION INCLUDING 
SUPPORTING BEAMS AND JOISTS-
LIST CONSTRUCTION TYPE

CORRIDOR SEPARATION
OCCUPANCY SEPARATION
PARTY/FIRE WALL SEPARATION
INCIDENTAL USE SEPARATION

1

DESIGNER

NEW BUILDING:

(901)947-3637

2

ERIC M. SOWERS

FIRST FLOOR

SMOKE BARRIER SEPARATION

SHAFT - OTHER  (DESCRIBE)

MOORE COUNTY CONVENIENCE CENTER

MOORE COUNTY
bzell@moorecountync.gov

* INDICATE SECTION NUMBER PERMITTING REDUCTION
**INDICATE IF USING TABLE 601 NOTE C EXCEPTION

ROOF CONSTRUCTION INCLUDING 
SUPPORTING BEAMS AND JOISTS** 

SHAFTS - EXIT ENCLOSURES

NC

0

N/A

N/A

N/A

N/A

N/A

N/A

N/A
N/A
N/A

N/A
N/A

250' 26'(OFFICE 131) 22' 22'

OWNED BY: MOORE COU NTY CITY/COUNTY PRIVATE STATE
CITY: COUNTY: MOORE STATECODE ENFORCEMENT JURISDICTION:

LEAD DESIGN PROFESSIONAL/PROJECT COORDINATOR:DAN HUFFMAN, DAN HUFFMAN ARCHITECTURE        

SHELL BUILDING FIRST TIME INTERIOR COMPLETION

EXISTING BUILDING: INTERIOR COMPLETION TENANT ALTERATION

ORIGINAL OCCUPANCY:  

OCCUPANCY INFORMATION
PRIMARY OCCUPANCY: A-1ASSEMBLY: A-2 A-3 A-4 A-5

BUSINESS EDUCATIONAL FACTORY-INDUSTRIAL: F-1 F-2 
HIGH-HAZARD: H-1 H-2 H-3 H-4 H-5 
INSTITUTIONAL: I-1 I-2 I-3 I-4

I-3 USE CONDITION: 1 2 3 4 5
MERCANTILE RESIDENTIAL: R-1 R-2 R-3 R-4

STORAGE: S-1 S-2 HIGH-PILED

UTILITY AND MISCELLANEOUS

REPAIR GARAGE (406.6)

OTHER USES:

SPECIAL USES: 405 406 407 408 409404403402 410 411 412
417 418 419 420 421416415414413

MIXED OCCUPANCY: NO YES SEPARATION:     
NON-SEPARATED MIXED OCCUPANCY (508.3.2)
SEPARATED MIXED OCCUPANCY (508.3.3)

ACTUAL AREA OF OCCUPANCY A       +       ACTUAL AREA OF OCCUPANCY B        <    1
ALLOWABLE AREA OF OCCUPANCY A        ALLOWABLE AREA OF OCCUPANCY B

STORY 
NO.

OCCUPANCY (A)
BLDG AREA 
PER STORY

(ACTUAL)

(B)
TABLE 503 

AREA

(C)
% OPEN 
SPACE 

INCREASE

(D)
% 

SPRINKLER 
INCREASE

(E)
ALLOWABLE 

AREA OR 
UNLIMITED

(F)
MAXIMUM 
BUILDING 

AREA

1.  OPEN SPACE AREA INCREASES FROM SECTION 506.2 ARE COMPUTED THUS:
      A.  PERIMETER WHICH FRONTS A PUBLIC WAY OR OPEN SPACE HAVING 20 FEET MINIMUM WIDTH =   130 
FT  (F)
      B.  TOTAL BUILDING PERIMETER = 651 FT (P)
      C.  RATIO (F/P) = 651/651 = 1  (F/P)
      D.  W = MINIMUM WIDTH OF PUBLIC WAY = 30 FT  (W)
      E.  PERCENT OF FRONTAGE INCREASE  I  = 100 [F/P - 0.25] x W/30 = 100 [1-0.25] x 30/30 = 75(%)
2.  THE SPRINKLER INCREASE PER SECTION 506.3 IS AS FOLLOWS:
      A.  MULTI-STORY BUILDING I  = 200%
      B.  SINGLE-STORY BUILDING I  = 300%
3.  UNLIMITED AREA APPLICABLE UNDER CONDITIONS OF SECTIONS GROUP B, F, M, S, A-4 (507.1, 507.2, 
507.3, 507.4, 507.7); GROUP A MOTION PICTURE (507.10);  MALLS (507.11); AND H-2 AIRCRAFT PAINT HANGERS 
(507.8)
4.  MAXIMUM BUILDING AREA = TOTAL NUMBER OF STORIES IN THE BUILDING x E (506.4)
5.  THE MAXIMUM AREA OF PARKING GARAGES MUST COMPLY WITH 406.3.5.  THE MAXIMUM AREA OF AIR 
TRAFFIC CONTROL TOWERS MUST COMPLY WITH 412.1.2.

f

s
s

5

1 2 3 4

ALLOWABLE HEIGHT

ALLOWABLE
(TABLE 503)

INCREASE FOR SPRINKLERS SHOWN ON PLANS CODE 
REFERENCE

TYPE OF CONSTRUCTION
BLDG HEIGHT IN FEET
BLDG HEIGHT IN STORIES

TYPE V - B
H=   40     FT H + 20' =      N/A      FT

TYPE V -  B

LIFE SAFETY PLAN SHEET #, IF PROVIDED:   G102

FIRE 
SEPARATION 

DISTANCE 
(FEET)

RATING

STRUCTURAL FRAME, INCLUDING 
COLUMNS, GIRDERS, TRUSSES

BEARING WALLS
EXTERIOR

NORTH
EAST
WEST
SOUTH

NON-BEARING WALLS
EXTERIOR

NORTH
EAST
WEST
SOUTH

DWELLING/SLEEPING UNIT 
SEPARATION

OVER 30'

OVER 30'
OVER 30'
OVER 30'
OVER 30'

0

0
0
0
0

0
0
0
0

0

N/A
N/A
N/A

OVER 30'

N/A

N/A NC

N/A

N/A
N/A
N/A

N/A
N/A

LIFE SAFETY SYSTEM REQUIREMENTS

NO
NO

YES
YES

EMERGENCY LIGHTING:
EXIT SIGNS:

NO YESFIRE ALARM:
NO YESSMOKE DETECTION SYSTEMS:
NO YESPANIC HARDWARE:

EXIT REQUIREMENTS

NUMBER AND ARRANGEMENT OF EXITS
2

1,3

1.  CORRIDOR DEAD ENDS (SECTION 1017.3)
2.  BUILDINGS WITH SINGLE EXITS (TABLE 1015.2), SPACES WITH ONE MEANS OF EGRESS (TABLE 1019.2)
3.  COMMON PATH OF EGRESS TRAVEL (SECTION 1014.3)

ACCESSIBLE PARKING
LOT OR 
PARKING 
AREA

TOTAL # OF PARKING SPACES
REQUIRED        PROVIDED 

# OF ACCESSIBLE SPACES PROVIDED
REGULAR WITH 5' 

ACCESS AISLE 
VAN SPACES WITH 8' 

ACCESS AISLE

TOTAL # 
ACCESSIBLE 
PROVIDED

TOTAL

ACCESSORY USES (INDICATE PERCENTAGES):

H=   14    FT
TABLE 503
TABLE 503
TABLE 503

N/AN/A

PROJECT SUMMARY: OVERALL IMPROVE MENTS TO THE CONVENIENCE CENTER SITE - SEE CIVIL DRAWINGS

BUILDING DESCRIPTION: THIS CODE SUMMARY IS FOR THE ATTENDANTS OFFICE BUILDING.
SCOPE OF WORK: THIS CODE SUMMARY IS FOR A MASONRY/SIDING BUILDING FOR ATTENDANT OFFICES. 
THE BUILDING IS 960 SF

CODE COMPLIANCE SUMMARY: ALL NEW ELEMENTS WILL MEET THE 2018 NC BUILDING CODE.

ALTERNATIVE MEANS OF COMPLIANCE REQUEST:

PRECAST
TRUSSES
RETAINING WALLS>5' H
OTHER

STRUCTURAL

FIRE ALARM

BUILDING CODE: 2018 NORTH CAROLINA STATE BUILDING CODE (NCSBC) 2006 NC REHAB
2006 NORTH CAROLINA STATE BUILDING CODE (NCSBC) 2006 CHAPTER 34
1995 EXISTING BUILDING CODE VOLUME 9 2009 CHAPTER  34 

ADDITION
ALTERATION TO SHELL

RECONSTRUCTION

REPAIR ALTERATION TO SHELL CHANGE OF USE TENANT SPACE

CHANGE OF OCCUPANCY

PROPOSED OCCUPANCY:  

S-1 SPECIAL CONDITION:
OPEN (406.3)S-2 SPECIAL CONDITION- PARKING GARAGE: ENCLOSED (406.4)

INCIDENTAL USES:

EXCEPTION:     

ALLOWABLE AREA AND HEIGHT CALCULATIONS
THIS SECTION FOR REQUIRED FOR NEW, ADDITION, CHANGE OF USE, AND INTERIOR COMPLETION

EXTERIOR
WALL

ACTUAL LENGTH OPEN LENGTH WIDTH OF PUBLIC WAY 
OR OPEN SPACE

NORTH

P

SOUTH
EAST
WEST
TOTAL F W

INCREASE FRONTAGE %
SPRINKLERS %

FRONTAGE INCREASE FORMULA ALLOWABLE AREA FORMULA I   = 100 ( F - 0.25 )  W

P 30
f

BOTH BUILDING AND TENANT MUST BE INDICATED ON CHART BELOW

SEPARATION 
RATING 

REQUIRED

MOST RESTRICTIVE 
USE (GROUP)

S=    1            S + 1 =         NA        S=    1           

FIRE PROTECTION REQUIREMENTS
THIS SECTION REQUIRED FOR ALL PROJECTS

FLOOR CEILING ASSEMBLY
COLUMNS SUPPORTING FLOORS

COLUMNS SUPPORTING ROOF
ROOF CEILING ASSEMLBY

TENANT SEPARATION

PERCENTAGE OF WALL OPENING 
CALCULATIONS

THIS SECTION REQUIRED FOR ADDITIONS, NEW, AND CHANGE OF USE
ALLOWABLE OPENINGS PER TABLE 704.8

WALL LEGENDS
THIS SECTION REQUIRED FOR ALL PROJECTS

CHECK IF THE FOLLOWING ARE PRESENT AND INDICATE BY A WALL LEGEND ON ALL 
PLANS:   N/A

FIRE PARTITIONS 708 FIRE WALLS 705 FIRE BARRIERS 706 SMOKE PARTITIONS 710
SMOKE BARRIERS 709 SHAFT ENCLOSURE 707

THIS SECTION REQUIRED FOR ALL PROJECTS

THIS SECTION REQUIRED FOR ALL PROJECTS

STRUCTURAL DESIGN LOADS: SEE STRUCTURAL DRAWINGS

1 YES, CONTINUE NO, GO TO LINE 9
2   ROOF LIVE LOAD = PSF
3   FLOOR LIVE LOAD =  PSF
4   GROUND SNOW LOAD (Pg) = PSF
5   BASIC WIND SPEED, 3 SEC. GUST = MPH
6   SEISMIC SITE CLASS = 
7   SEISMIC DESIGN CATEGORY =
8   GO TO LINE 44
9   LIVE LOADS AREA
10  FLOOR LIVE LOAD (INDICATE AREA) = PSF
11  FLOOR LIVE LOAD (INDICATE AREA) = PSF
12  FLOOR LIVE LOAD (INDICATE AREA) = PSF
13  LIVE LOAD REDUCTION USED IN DESIGN      YES       NO
14  ROOF LIVE LOAD = PSF
15  ROOF SNOW LOAD DATA 
16  FLAT-ROOF SNOW LOAD (Pf) = PSF
17  SNOW EXPOSURE FACTOR (Is) =
18  SNOW IMPORTANCE FACTOR (Is) =
19  THERMAL FACTOR (Ct) =
20  WIND DESIGN DATA
21  BASIC WIND SPEED, 3 SEC. GUST = MPH
22  WIND IMPORTANCE FACTOR (Iw) =
23  WIND EXPOSURE (IF MULTIPLE EXPOSURES ARE USED, INDICATE 

DIRECTIONS)
24  INTERNAL PRESSURE COEFFICIENT
25  COMPONENTS AND CLADDING LOADS = (IF ELEMENTS ARE NOT DESIGNED BY THE 

REGISTERED DESIGN PROFESSIONAL)
26  WIND BASE SHEAR, Wx KIPS
27  WIND BASE SHEAR, Wyx KIPS
28  EARTHQUAKE DESIGN DATA
29  SEISMIC IMPORTANCE FACTOR (Ie)
30  SEISMIC USE GROUP
31  MAPPED SPECTRAL RESPONSE ACCELERATION Ss
32  MAPPED SPECTRAL RESPONSE ACCELERATION S1
33  SITE CLASS (PROVIDE SOILS REPORT IF SITE CLASS IS NOT "D")
34 SPECTRAL RESPONSE COEFFICIENT, Sds =
35  COMPONENTS AND CLADDING LOADS = (IF ELEMENTS ARE NOT DESIGNED BY THE 

REGISTERED DESIGN PROFESSIONAL)
36  SEISMIC DESIGN CATEGORY =
37  BUILDING (STRUCTURAL) SYSTEM
38  BASIC SEISMIC FORCE RESISTING SYSTEM
39  SEISMIC RESPONSE COEFFICIENT (Cs) =
40  RESPONSE MODIFICATION FACTOR, R =
41  ANALYSIS PROCEDURE USED =
42  SEISMIC BASE SHEAR, Sx KIPS
43  SEISMIC BASE SHEAR, Sy KIPS
44  SOIL DATA
45  PRESUMPTIVE SOIL BEARING PRESSURE = PSF
46  BEARING PRESSURE PER SOILS REPORT PSF
47  DEEP FOUNDATION TYPE
48  DEEP FOUNDATION ALLOWABLE LOADS TONS, DOWNWARD
49  UPLIFT KIPS
50  LATERAL KIPS

SPECIAL APPROVALS
DESCRIBE SPECIAL APPROVALS FROM LOCAL JURISDICTIONS, COUNTY OR STATE DEPARTMENT OF HEALTH, 
NC DEPARTMENT OF INSURANCE, INTERNATIONAL CODE COUNCIL, ETC.

MECHANICAL SUMMARY: SEE MECHANICAL DRAWINGS

THIS SECTION REQUIRED FOR ALL PROJECTS THAT INCLUDE MECHANICAL DESIGN.
MECHANICAL SYSTEMS, SERVICE SYSTEMS AND EQUIPMENT

METHOD OF COMPLIANCE:  PRESCRIPTIVE PERFORMANCE ENERGY COST BUDGET
THERMAL ZONE

WINTER DRY BULB
SUMMER DRY BULB

INTERIOR DESIGN CONDITIONS
WINTER DRY BULB
SUMMER DRY BULB
RELATIVE HUMIDITY

BUILDING HEATING LOAD
BUILDING COOLING LOAD

UNITARY
DESCRIPTION OF UNIT
HEATING EFFICIENCY

MECHANICAL SPACING CONDITIONING SYSTEM

COOLING EFFICIENCY
HEAT OUTPUT OF UNIT
COOLING OUTPUT OF UNIT
BOILER
TOTAL BOILER OUTPUT. IF OVERSIZED, STATE REASON
CHILLER
TOTAL CHILLER CAPACITY.  IF OVERSIZED, STATE REASON

LIST EQUIPMENT EFFICIENCIES
EQUIPMENT SCHEDULES WITH MOTORS (MECHANICAL SYSTEMS)

MOTOR HORSEPOWER
NUMBER OF PHASES
MINIMUM EFFICIENCY
MOTOR TYPE
# OF POLES

BUILDING DATA
THIS SECTION REQUIRED FOR ALL PROJECTS

FLOOR EXISTING (SQ FT) NEW (SQ FT) SUB-TOTAL

GROUND FLOOR
MEZZANINE
2ND FLOOR
3RD FLOOR
4TH FLOOR

TOTAL 

BASEMENT

N/A

960 SF 960 SF

N/A

GROSS BUILDING AREA:

N/A
N/A

N/A

N/A
N/A N/A

N/A

960 SF

N/A
N/A
N/A
N/A

N/A

N/A

N/A

CONSTRUCTION TYPE: I-A
IV-HT

II-A
V-A

II-A
V-B

II-B III-A

MIXED CONSTRUCTION: NO YES
SPRINKLERS: NO YES NFPA 13 NFPA 13R

STANDPIPES: NO YES CLASS: I II III WET DRY
FIRE DISTRICT: NO YES (APPENDIX D) FLOOD HAZARD 
BUILDING HEIGHT:  FEET NUMBER OF STORIES14' 1
BASEMENT: NO YES

III-B

PARTIALLY SPRINKLERED SPECIAL SUPPRESSION

MEZZANINE: NO YES
HIGH RISE: NO YES LIFE SAFETY PLAN SHEET #: G102

AREA OF PROJECT TENANT/ALTERATION/RENOVATION: 
AREA OF CONSTRUCTION:

USE GROUP 
OR SPACE 

DESIGNATIO
N

(a)
AREA

(SQ FT)

STAIR LEVEL

EGRESS WIDTH 
PER OCCUPANT 
(TABLE 1005.1)

STAIR LEVEL

REQUIRED WIDTH  
(SECTION 1005.1)

(a/b) x c

ACTUAL WIDTH 
SHOWN ON PLANS

LEVELSTAIR
N/A N/A

N/A100 N/A N/A
.2"
.2"

OFFICE 131 126 100 N/A
135OFFICE 133

33"
33"

N/A100 N/A N/A.2"290OFFICE 136 33"

OCCUPANT LOAD AND EXIT WIDTH

EXIT WIDTH (IN) 2,3,4,5,6

1 1

1.  SEE TABLE 1004.1.1 TO DETERMINE WHETHER NET OR GROSS AREA IS APPLICABLE.
2.  MINUMUM STAIRWAY WIDTH (SECTION 1009.1); MINIMUM CORRIDOR WIDTH (SECTION 1017.2);  MINIMUM 
DOOR WIDTH (SECTION 1008.1)
3.  MINIMUM WIDTH OF EXIT PASSAGEWAY (SECTION 1021.2)
4.  SEE SECTION 1004.5 FOR CONVERGING EXITS.
5.  THE LOSS OF ONE MEANS OF EGRESS SHALL NOT REDUCE THE AVAILABLE CAPACITY TO LESS THAN 50 
PERCENT OF THE TOTAL REQUIRED (SECTION 1005.1)
6.  ASSEMBLY OCCUPANCIES (SECTION 1025)

OCCUPANCY WATERCLOSETS
MALE     FEMALE

URINALS LAVATORIES SHOWERS/
TUBS

DRINKING FOUNTAINS
REGULAR      ACCESSIBLEMALE      FEMALE

(b) (c)
THIS SECTION REQUIRED FOR ALL PROJECTS

(a/b)

ASSEMBLY OCCUPANCY INFORMATION
THIS SECTION REQUIRED FOR ASSEMBLY USE AREA(S)

SPACE DESCRIPTION AREA - SF OCCUPANT LOAD EXIT QUANTITYOCCUPANT LOAD 
FACTOR

EXIT WIDTH

TOTAL

PLUMBING FIXTURE REQUIREMENTS
THIS SECTION REQUIRED FOR ALL PROJECTS :  SEE PLUMBING DRAWINGS

TOTAL PROVIDED
TOTAL REQUIRED

BUILDING 
DRAIN SIZE

NUMBER 
OF 

BUILDING 
DRAINS

TOTAL FIXTURE 
UNIT LOAD

WATER 
SERVICE SIZE

NUMBER 
OF WATER 
SERVICES

TOTAL FIXTURE 
UNIT LOAD

NOTES

ENERGY SUMMARY
THIS SECTION REQUIRED FOR NEW, ADDITIONS, CHANGE OF USE, AND INTERIOR COMPLETION.

ENERGY REQUIREMENTS:
THE FOLLOWING DATA SHALL BE CONSIDERED MINIMUM AND ANY SPECIAL ATTRIBUTE REQUIRED TO MEET 
THE ENERGY CODE SHALL ALSO BE PROVIDED.  EACH DESIGNER SHALL FURNISH THE REQUIRED PORTIONS OF 
THE PROJECT INFORMATION FOR THE PLAN DATA SHEET.  IF ENERGY COST BUDGET METHOD, STATE THE 
ANNUAL ENERGY COST BUDGET VS. ALLOWABLE ANNUAL ENERGY COST BUDGET.
THERMAL ENVELOPE

METHOD OF COMPLIANCE:  PRESCRIPTIVE PERFORMANCE ENERGY COST BUDGET
ROOF/CEILING ASSEMBLY (EACH ASSEMBLY)

DESCRIPTION OF ASSEMBLY - STANDING SEAM METAL ROOF, OVER PLYWOOD, CONTINUOUS RIGID 
INSULATION, PLYWOOD, AND WOOD TRUSSES - SEE 3/A301 

U-VALUE OF TOTAL ASSEMBLY - U 0.036
R-VALUE OF INSULATION - MIN. R-25 CONTINUOUS
SKYLIGHTS IN EACH ASSEMBLY

U-VALUE OF SKYLIGHT
TOTAL SQUARE FOOTAGE OF SKYLIGHTS IN EACH ASSEMBLY

EXTERIOR WALLS (EACH ASSEMBLY)
DESCRIPTION OF ASSEMBLY - CMU OR METAL STUD BACK UP W/ CONTINOUOS INSULATION AND SIDING OR 
MASONRY - SEE A301

U-VALUE OF TOTAL ASSEMBLY- U 0.058
R-VALUE OF INSULATION - MIN. R-15 CONTINUOUS
OPENINGS (WINDOWS OR DOORS WITH GLAZING)

U-VALUE OF ASSEMBLY - U 0.45 STOREFRONT
SHADING COEFFICIENT
PROJECTION FACTOR = 0.43
LOW-E REQUIRED, IF APPLICABLE - PROVIDED

DOOR R-VALUES - R-2
WALLS ADJACENT TO UNCONDITIONED SPACE (EACH ASSEMBLY)

DESCRIPTION OF ASSEMBLY - N/A

U-VALUE OF TOTAL ASSEMBLY
R-VALUE OF INSULATION
OPENINGS (WINDOWS OR DOORS WITH GLAZING)

U-VALUE OF ASSEMBLY
LOW-E REQUIRED, IF APPLICABLE

DOOR R-VALUES

WALLS BELOW GRADE (EACH ASSEMBLY)
DESCRIPTION OF ASSEMBLY

U-VALUE OF TOTAL ASSEMBLY
R-VALUE OF INSULATION

FLOORS OVER UNCONDITIONED SPACE (EACH ASSEMBLY)
DESCRIPTION OF ASSEMBLY

U-VALUE OF TOTAL ASSEMBLY
R-VALUE OF INSULATION

FLOORS SLAB ON GRADE (EACH ASSEMBLY)
DESCRIPTION OF ASSEMBLY - CONCRETE SLAB ON GRADE

U-VALUE OF TOTAL ASSEMBLY
R-VALUE OF INSULATION - MIN. R-10
HORIZONTAL/VERTICAL REQUIREMENT - 24" MIN.
SLAB HEATED

ELECTRICAL SUMMARY: SEE ELECTRICAL DRAWINGS

THIS SECTION REQUIRED FOR ALL PROJECTS THAT INCLUDE ELECTRICAL DESIGN.
ELECTRICAL SYSTEM AND EQUIPMENT

METHOD OF COMPLIANCE:  PRESCRIPTIVE PERFORMANCE ENERGY COST BUDGET
LIGHTING SCHEDULE

LAMP TYPE REQUIRED IN FIXTURE
NUMBER OF LAMPS IN FIXTURE
BALLAST TYPE USED IN THE FIXTURE
NUMBER OF BALLASTS IN FIXTURE
TOTAL WATTAGE PER FIXTURE
TOTAL INTERIOR WATTAGE SPECIFIED VS. ALLOWED
TOTAL EXTERIOR WATTAGE SPECIFIED VS. ALLOWED

EQUIPMENT SCHEDULES WITH MOTORS (NOT USED FOR MECHANICAL SYSTEMS)
MOTOR HORSEPOWER
NUMBER OF PHASES
MINIMUM EFFICIENCY
MOTOR TYPE
NO. OF POLES

SIGMA ENGINEERED SOLUTIONS

SIGMA ENGINEERED SOLUTIONS
SIGMA ENGINEERED SOLUTIONS

LYSAGHT & ASSOCIATES

REGINALD ADAMS
REGINALD ADAMS

81965
81965

(919) 840-9300
(919) 840-9300
(919) 840-9300
(919) 840-9300

SIGMA ENGINEERED SOLUTIONS
PAUL J ROMITI
PAUL J ROMITI

12658
12658

CHUCK LYSAGHT 7929 (919) 832-5587

WITHERS RAVENEL

42'-4" OVER 30'
42'-4"
22'-8"
22'-8"

42'-4"
42'-4"
22'-8"
22'-8"

130' 130'

OVER 30'
OVER 30'
OVER 30'

1 OFFICE (B & S-1) 960 SF 9,000 SF 15,750 SF6,750 SF 15,750 SF N/A

OVER 30'
OVER 30'
OVER 30'

2
2
3

N/A

STORAGE: 4%

130/130= 1 - 0.25 = .75 x 9,000 = 6,750 SF

33"
33"
33"

N/A
N/A

N/A
N/A

N/A
N/A

N/A

N/A
N/A
N/A
N/A

N/A
N/A
N/A
N/A

N/A

N/A
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A

B

1

177 SF

OFFICE
131

57 SF

TOILET
132

34 SF

STOR
135

291 SF

MAIN OFFICE
136

43 SF

HVAC/ELEC
134

135 SF

OFFICE
133

44' BUILDING DIAGONAL

22' BETW
EEN

 EXITS

176/100 = 2 PEOPLE

290/100 = 3 PEOPLE

135/100 = 2 PEOPLE

34/300 = 1 PERSON

43/300 = 1 PERSON

4

3

1
1

MAX TRAVEL DIST 29'

FX

WALL LEGEND

NOTES
1.   ALL DIMENSIONS ARE TO FINISHED FACE OF WALL.
2.  COORDINATE AND PROVIDE BACKING/BLOCKING FOR     
MILLWORK AND ITEMS ATTACHED OR MOUNTED TO WALLS OR 
CEILINGS.
3.  LOCATE DOOR OPENINGS AS SHOWN ON PLAN
4.  CONTROL JOINTS ARE SHOWN ON THE DRAWINGS.
5.  FINISH WALL TO FLOOR FOR BASE ADHESION.

UNRATED CONSTRUCTION

FX FIRE EXTINGUISHER
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Precast  Pad f or 3 Phase 500KVA-3750KVA Duke Energy Transformers

12

3

3

4

5
6

7

8

8
8

9

WALL LEGEND

NOTES
1.   ALL DIMENSIONS ARE TO FINISHED FACE OF WALL.
2.  COORDINATE AND PROVIDE BACKING/BLOCKING FOR     
MILLWORK AND ITEMS ATTACHED OR MOUNTED TO WALLS OR 
CEILINGS.
3.  LOCATE DOOR OPENINGS AS SHOWN ON PLAN
4.  CONTROL JOINTS ARE SHOWN ON THE DRAWINGS.
5.  FINISH WALL TO FLOOR FOR BASE ADHESION.

UNRATED CONSTRUCTION

FX FIRE EXTINGUISHER

LOCATING SIGN

LOCATING SIGN

A

B

1
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SEE SITE PLAN FOR SITE DETAILS



A201

1

A2013

A201

A201

2

4

2
A301

3
A301

OFFICE
131

TOILET
132

STOR
135

MAIN OFFICE
136

7' 
- 4

 3/
4"

HVAC/ELEC
134

9' - 0" 2' - 0" 1' - 0" 7' - 8 1/8" 7 5/8" 15' - 4" 7 5/8" 3' - 4 7/8"

A102
2

A

B

1

1' 
- 4

"
1' 

- 4
"

20
' - 

0"

9' - 0" 2' - 7 3/4" 3' - 4"

7' - 4" 3' - 4" 3' - 11 3/4" 10' - 0"

21
' - 

4"
8"

7' - 4 1/4"

8' - 8 1/4" 10' - 0" 6' - 0" 1' - 4"

2' - 8" 2' - 8" 7 5/8" 4' - 8 5/8"

6' - 0" 7 5/8"

5' 
- 0

"
7 5

/8"
9' 

- 4
 3/

4"
7 5

/8"
4' 

- 4
"

1' 
- 4

"
6' 

- 4
"

2' 
- 3

 1/
4"

7' 
- 4

"
3' 

- 4
"

136A

136B

135

134
133

132

A

B C

CB

1

2

1' - 6 3/8"

1
A301

1

1

1

A501
1

A501
2

A501
3

A501
5

A501
4

A501
6

42' - 4"

7
A501

131

8
A501

7 7
/8"

3

3
A111

4 1/2" 9' - 7 5/8"

21
' - 

3" 4
A111

FEX

11
A501

1' 
- 6

"

4' - 8 1/8"

1' 
- 8

 3/
8"

1'-
6" 

MI
N/ 

CO
DE

A1023

4

5

CH

PT

HC

HC
MI

GB42

GB36

TD

CF

DD

TH

CH

6

9
A501

NOTE: INSTALL COAT HOOKS
@  5'-4" ABOVE FF W/ EXPAN
SCREWS INTO FILLED CMU

9' 
- 4

 3/
4"

4
A111

GB18

ND

11
A501

MINI FRIG

MICRO WAVE

SD

ACCESSIBLE 
SINK W/ HINGED
CABINET DOORS

1' - 6 3/8"

NOTE: MIN IS 1'-6"

RUBBER REDUCER
BETWEEN TILE & VCT

FLOOR DRAIN

1' 
- 6

"

20" x 48" -1/4" MIRROR
IN SS FRAME - ANCHOR 
TO WALL W/ HIDDEN
CLIPS

WALL MOUNTED LAV 
W/ WHITE INSULATION
COVER OVER DRAIN
PIPING

1 1/2" DIA SS ADA COMPLIANT
HANDRAILS ANCHORED TO
CMU WALL (FILLED CMU)

ADA COMPLIANT WATER
CLOSET - SEE PLUMBING
DRAWINGS
2" x 2" CERAMIC TILE (OFF-WHITE
TO MATCH WALL TILE COLOR)

4" H CERAMIC TILE
BASE - MATCH COLOR
OF FLOOR TILE

NOM  8" x 16" x12" CMU W/ EPOXY PAINT

4
A111 1/2" PLYWOOD W/ NOM 1" x 6" T&G

WOOD DECKING W/ CLEAR FINISH

CEMENTITIOUS BOARD - CUT TO
FIT & PAINTED

NOM 2" x 4" WOOD STUDS @ 16"OC

SOAP DISPENSER BY OWNER -
INSTALLED BY GENERAL CONTRPAPER TOWEL DISP BY

OWNER - INSTALLED BY
GENERAL CONTRACTOR

1' - 6"

7 3/4" 1' - 8"

4' 
- 0

"
3' 

- 2
"

3' 
- 1

1"

FIRST FLOOR
0' - 0"

4" HIGH CERAMIC FLOOR
BASE - MATCH COLOR OF
FLOOR TILE

SS RECESSED DIAPER DECK -
MOUNT @ ADA HEIGHT

NAPKIN DISPOSAL
TOILET TISSUE HOLDER

NOTE: SEE MOUNTING HEIGHTS
FOR ADA HANDRAILS, NAPKIN
DISPOSAL & TOILET TISSUE 
HOLDER ON C002

WALL HUNG LAVATORYADA APPROVED

1/4" MIRROR W/ PROTECTIVE BACKING & 
SS CHANNEL  & HIDDEN CLIPS TO WALL

SS PAPER TOWEL DISP - ADA APPROVED

HARDWARE CLOTH W/ GROUT FILL ABOVE 

NOM 2" X 8" WD STUDS @ 16" OC

NOM 12" CMU

VENT PIPE - RUN IN CMU WALL

DRAIN PIPE WRAPPED W/ PLASTIC INSULATION -
TO MEET CODE

CERAMIC TILE COVE BASE

SOAP DISPENSOR
STAINLESS STEEL - RECESSED DIAPER DECK

7
A501

11
 1/

4"

NOTE: SEE MOUNTING HEITHTS FOR ALL
TOILET FIXTURES & ACCESSORIES ON C002
- ALL SHALL MEET ADA REQUIREMENTS

A

DOOR ELEVATIONS

1 2

FRAME ELEVATIONS

7' 
- 0

"
2"

2" 3' - 0" 2"

7' 
- 0

"
4"

2" 6' - 0" 2"3' - 0"

7' 
- 0

"

3

7' 
- 0

"
4"

2" 3' - 0" 2"

8' 
- 8

"

1' 
- 4

"
2"

A B

WINDOW ELEVATIONS

21' - 3"

2" 4' - 0 3/8" 2" 4' - 0 3/8" 2" 4' - 1 1/2" 2" 4' - 0 3/8" 2" 4' - 0 3/8" 2"

9' - 7 1/2"

C

10' - 0"

2" 3' - 9" 2" 1' - 10" 2" 3' - 9" 2"

4' 
- 2

"
1' 

- 4
"

10' - 0"

2"
2"

2' 
- 8

"

B& REV

1" CLEAR TEMP
INSULATING GLASS

4" x 4" CORNER 
STEEL TUBE

FIN FLOOR

2" x 4 1/2" ALUM -
TYPICAL

1" CLEAR TEMP
INSULATING GLASS

2" x 4 1/2" ALUM -
TYPICAL

VERIFY IN FIELDVERIFY IN FIELD VERIFY IN FIELD

2" 3' - 7 1/4" 2" 3' - 7 1/4" 2" 1' - 9" 2"

TOILET ACCESSORIES LEGEND

NOTES:
1.   PLUMBING CONTRACTOR TO PROVIDE PROTECTIVE 
INSULATION AT HOT PIPES BELOW LAVATORY PER 
ACCESSIBLITY CODE.
2.  FLUSH CONTROL VALVES AT ACCESSIBLE TOILETS TO BE 
MOUNTED ON THE WIDE SIDE OF TOILET STALL.
3.  SEE SPECIFICATIONS FOR DETAILS OF TOILET 
ACCESSORIES.
4. ENTIRE TOILET FLOOR SLAB IS RECESSED 1 1/2" - SLOPE 
FLOOR TILE TO DRAIN WITH MUD BED.  THRESHOLDS SLOPE IN 
DOOR OPENINGS SHALL NOT EXCEED 1:8 SLOPE OR 1/2" IN 
HEIGHT PER ACCESSIBLITY CODE.

CLEAR  FLOOR SPACE, 30" X 56"

COAT HOOK

DIAPER DECK

GRAB BAR, 36" LONG (REAR WALLS)

GRAB BAR, 42" LONG (SIDE WALLS)

HANDICAPPED ACCESSIBLE FIXTURE

MIRROR

PAPER TOWEL DISPENSER

SOAP DISPENSER

60" HANDICAPPED TURNING DIAMETER 

TOILET TISSUE HOLDER

CF

CH

DD

GB36

GB42

HC

MI

PT

SD

TD

TH

GRAB BAR, 18" LONG (VERTICLE - SIDE WALLS)GB18

SANITARY NAPKIN DISPOSALND

FIRST FLOOR
0' - 0"

COAT HOOK

PAPER TOWEL DISP

NOM 8" CMU WALL

3' 
- 6

"

11
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SEPT 22, 2022

DGH

EMS

1/4" = 1'-0"A102
1 FIRST FLOOR - ENLARGED OFFICE BLDG

1/2" = 1'-0"A102
2 ENLARGED TOILET PLAN

3/8" = 1'-0"A102
3 BATH W ELEV

3/8" = 1'-0"A102
4 BATH N ELEV

3/8" = 1'-0"A102
5 BATH S ELEV

DOOR SCHEDULE

NUMBER
DOOR FRAME DETAIL

HW RATING COMMENTSHEIGHT WIDTH MATERIAL FINISH ELEVATION MATERIAL FINISH ELEVATION HEAD JAMB SILL

131 7' - 0" 3' - 0" WOOD CLEAR A HM PAINTED 2 10/A501 6/A501 4
132 7' - 0" 3' - 0" WOOD CLEAR A HM PAINTED 2 9/A501 6/A501 SIM 5
133 7' - 0" 3' - 0" WOOD CLEAR A HM PAINTED 2 9/A501 6/A501 SIM 4
134 7' - 2" 3' - 0" HM PAINTED A HM PAINTED 2 8/A501 5/A501 SEE HW #2 2 CARD READER
135 7' - 0" 3' - 0" HM PAINTED A HM PAINTED 3 8/A501 5/A501 SEE HW #3 3 DOUBLE DOOR

136A 7' - 0" 3' - 0" HM PAINTED A HM PAINTED 1 7/A501 3/A501 SEE HW #1 1 CARD READER
136B 7' - 0" 3' - 0" HM PAINTED A HM PAINTED 1 7/A501 3/A501 SEE HW #1 1 CARD READER

WALL SCHEDULE

TYPE THICKNESS COMPOSITION HEIGHT RATING COMMENTS

1 0' - 7 1/2" 7 5/8 CMU 8'-8"
2 0' - 11 1/2" NOM 12 CMU PAINTED ON OFFICE 131 SIDE 8'-8" -
3 0' - 5" 1 LAYER 5/8" GWB, 3 1/2" WOOD STUDS @ 16"

O.C., 1 LAYER 5/8" GWB
8'-8" -

3/8" = 1'-0"A102
6 BATH E ELEV



CEILING LEGEND

KEY

A 10'-0"
CEILING HEIGHTCEILING TYPE

NOM 1" x 6" WOOD DECK CEILING W/
CLEAR FINISH 

CEILING MATERIAL

A

GYPSUM BOARD B

CEILING NOTES:

PATTERN

LINEAR DIRECT SUSPENDED FIXTURE

RECESSED CAN LIGHT

EXTERIOR WALL FIXTURE W/ BATTERY

EMERGENCY LIGHT

R1 AIR RETURN

1.  SEE ELECTRICAL AND MECHANICAL PLANS FOR MORE 
INFORMATION.
2. CENTER LIGHTS AS INDICATED.  NOTIFY ARCHITECT OF ANY 
CONFLICTS OF LOCATIONS PRIOR TO INSTALLATION.
3.  ALL DIMENSIONS ARE TO CENTERLINE OF FIXTURE UNLESS 
OTHERWISE NOTED.
4. GC SHALL COORDINATE LOCATIONS OF HVAC REGISTERS & 
GRILLS WITH LOCATIONS OF WOOD TRUSSES TO AVOID 
CUTTING MEMBERS.
5.  SEE FINISH PLANS FOR PAINT COLORS OF CEILING SOFFITS.
6.  CEILING ACCESS PANEL SHALL BE 18" x 18" GENERAL 
PURPOSE PANEL Q/ FLANGE - CENTREX ADH-18-18 FOR 
ACCESS TO PLUMBING VALVES  -  PAINT TO MATCH GYP BD
NOTE: CONTRACTOR IS NOT TO INSTALL ANY ACCESS PANELS 
IN CEILINGS WITHOUT PRIOR APPROVAL AND COORDINATION 
WITH ARCHITECT.

SYMBOL DESCRIPTION

S1 AIR SUPPLY

L1 EXHAUST

4" DIAMETER ROUND SOFFIT VENT

A201

1

A2013

A201

A201

2

4

OFFICE
W10 F10
C20 B10

TOILET
W10* F30
C20 B20

STOR
W10 F20
C10 B10

MAIN OFFICE
W10 F10
C20 B10

HVAC/ELEC
W10 F20
C10 B10

A

B

1

4" CONCRETE SIDEWALK

NOTE: FURNITURE IS SHOWN IN THE 
DRAWINGS FOR INFORMATIONAL
PURPOSES ONLY. CHAIRS, DESKS 
AND CONFERENCE TABLE ARE NOT
IN THIS CONTRACT.

7' - 0"

11
A501

SP1 SP1
51861

59240

2' 
- 0

"
2' 

- 0
"

2' - 0"

2' - 0"

2' 
- 0

"

51861

59240

2' 
- 0

"

2' - 0"3' - 0"

51861 59240

3' - 0"

2' - 0"
OFFICE

W10 F10
C20 B10

FINISH SCHEDULE

FLOOR MATERIALKEY
VINYL TILE - ARMSTRONG STANDARD EXCELONF10
CONCRETEF20

BASE MATERIALKEY
RUBBER  - JOHNSONITE 63 BURNT UMBER BB10
TILE - WHITE 4" BASE - SEE SPECIFICATIONSB20

WALL MATERIALKEY
PAINTED GYP BD : SW 7000 IBIS WHITEW10
PAINTED CMU (BOTTOM OF EXT + INT CMU  SW7668 
MARCH WIND)

CEILING MATERIALKEY
PAINTED SOFFIT @ ACCESS DOOR: SW7000 IBIS WHITEC10
T&G WOOD DECKING - CLEAR FINISH C20

MISCELLANEOUS

KEYNOTES

CORIAN - COLOR IS RAIN CLOUDSS1

NOTES:
*   INDICATES EPOXY FINISH, SEE SPECS

1.  ALL PAINT TO BE LATEX EGGSHELL FINISH, U.O.N.
2.  REFER TO INTERIOR ELEVATIONS FOR ADDITIONAL FINISH 
INFORMATION.
3.  REFER TO MILLWORK DRAWINGS FOR ADDITIONAL 
MILLWORK FINISHES AND APPLICATIONS.  FINISH PLANS 
INDICATE COUNTERTOP MATERIAL ONLY.  
4.  ALL FINISHES TO MEET "CLASS B" FLAME SPREAD 
REQUIREMENTS ("CLASS A" IN A NON-SPRINKLERED BUILDING) 
PER NC STATE BUILDING CODE CHAPTER 8.
5. ARMSTRONG VCT - 51861 SOFT WARM GRAY & 59240  PEAT -
SEE PLAN FOR PATTERN
6.  HOLLOW METAL DOOR FRAMES AND DOORS TO BE PAINTED 
SW 2838 POLISHED MAHOGANY, SEMIGLOSS FINISH.  SEE 
SPECIFICATION SECTION 09 9600 PAINTING.
7.  WOOD DOORS TO BE RED OAK WITH A CLEAR FINISH ALL 
SIDES.
8.  EXPOSED DECKING TO BE PAINTED TWO COATS OF CLEAR, 
EXTERIRO WATERBORNE SEALER, SPRAY APPLIED.
9. INTERIOR MASONRY BLOCK SHALL BE PAINTED WITH LATEX 
EGGSHELL - SW 7668 MARCH WIND.
10.  PAINT THE SIDES & UNDERSIDE OF STRUCTURAL 
BULKHEADS SHALL BE SW 7663 PEWTER COAT
11. PROVIDE HORIZONTAL BLINDS @ ALL WINDOWS. SEE 
SPECIFICATIONS.
  

KEY

1 NOTE: EXTERIOR SIDING COLOR - SW 7668 MARCH WIND

ROOM       ###
W## F##
C## B##

ROOM NUMBERROOM NAME

FLOOR FINISH

WALL BASE MATERIAL

WALL FINISH
CEILING 
MATERIAL 
OR FINISH

CERAMIC TILE - WHITE 2" x 2" - SEE SPECIFICATIONSF30

2 NOTE: BRICK IS ARRISCRAFT FORGED STEEL - LINEAR

FIRST FLOOR
0' - 0"

NOM 8"CMU - PAINTED

EXPANSION ANCHORS
INTO CONC FILL - TYP

3/4" RED OAK VENEER PLYWOOD
W/ SOLID EDGING & CLEAR FINISH

FILL CMU SOLID W/ GROUT
@ ANCHORAGE FOR STANDARDS

3/4" RED OAK VENEER PLYWOOD
COUNTER W/ SOLID EDGING & 
CLEAR FINISH

1' - 8"

RAKKS (OR APPROVED EQUAL) HEAVY 
DUTY METAL SUPPORTS - 18" x12" DEEP
@ 16" OC - W/ MASONRY EXPANSION
BOLTS INTO CMU

3/4" x 1 1/2" SOLID RED 
OAK EDGE - ANCHORED
TO COUNTER - CLEAR
FINISH

1 1
/2"

2' 
- 6

"

11 1/2"

FIRST FLOOR
0' - 0"

4"
2' 

- 5
 3/

4"
4"

FILL W/ GROUT

NOM 2" x 8" WOOD FRAMING
@ 16" OC

5/8" GYP BOARD - W/ METAL
EDGE BEAD  & PAINTED

NOM 12" CMU - PAINTED
W/ EPOXY PAINT

LADDER TYPE WALL
REINFORCEMENT @
16" OC

1 1
/2"

10
 1/

2"
1 1

/2"
1' 

- 9
 1/

2"

FILL CELLS OF CMU @
LOCATION OF STANDARDS
EXPANSION ANCHORS

NOTE: ALL PLUMBING 
PIPING RUN IN 12" CMU

ALUM SHELVING STANDARDS
ANCHORED TO CMU

DRAWER ON GLIDES

3/4" PLYWOOD SHELF -
ADJUSTABLE

1 5/8"8 3/8"1 5/8"

1/2" TK SOLID SURFACE
COUNTER, BACKSPLASH
& FRONT EDGE  - SP1

2' 
- 8

 1/
2"

1 1
/4"

(2) 3/4" LAYERS OF RED OAK
VENEER SHELF - W/ SOLID 
EDGING - LAMINATE

4" RUBBER BASE - MUST
OPEN ON HINGE @ SINK BAY

A

B

1

NOM 1" x 6" T&G WOOD DECKING
W/ CLEAR FINSIH

5/8" GYPSUM BOARD
PAINTED

1' - 10" 6' - 10 1/2"

11" 1' - 0 3/8"

11
"

2' 
- 7

"

2' 
- 3

"

5' - 1 1/2"

3' 
- 0

"

21
' - 

4"

4" DIA ROUND
VENTS - TYP

18" x 18" ACCESS

8 3
/4"

4' 
- 0

"
4' 

- 0
"

TY
PIC

AL
TY

PIC
AL

4' - 1 1/2" 4' - 1 3/8" 4' - 1 1/2"
TYP - CENTER
ON BOARD

TYP - CENTER
ON BOARD

TYP - CENTER
ON BOARD

1/2" EXTERIOR SOFFIT BOARD

2' - 8"

11
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SEPT 22, 2022

DGH

DGH

1/4" = 1'-0"A111
2 FINISH PLAN

1" = 1'-0"A111
3 SECTION THRU SHELVES

1" = 1'-0"A111
4 SECTION @ COUNTER

1/4" = 1'-0"A111
1 REFLECTED CEILING PLAN



A201

1

A2013

A201

A201

2

4

2
A301

3
A301

A

B

1

SLOPE

SL
OP

E
SL

OP
E

RIDGE LINE

STANDING SEAM METAL ROOF

CONCRETE SIDEWALK BELOW

SLOPE

1
A301

11
 1/

4"

4" STEEL COLUMN PAINTED

1/4" JOINT W/ CLEAR SILICONE
CAULKING

ROWLOCK BRICK - SLOPE SLIGHTLY
TO DRAIN

STANDING SEAM METAL ROOF ON
30 # ROOFING FELTS ON 1/2" PLYWOOD

MIN. R-25 RIGID INSULATION 
CONTINOUS OVER 1/2" PLYWOOD

CONTINUE WOOD FRAMING TO DECK
FOR RIGID INSULATION

5/8" GYP BOARD - W/ METAL EDGE
BEAD - COMP COVERED TYPE & PAINTED

NOM 2" x 6" WOOD TRUSSES

3/4" x 5 1/2" T&G WOOD DECKING W/
CLEAR FINISH

1" CLEAR INSULATING GLASS IN ALUM
STOREFRONT FRAME

1" TK CEMENTITIOUS TRIM -
RIPPED TO FIT & PAINTED

2' - 0 1/2" 4 1/2"

METAL FLASHING - MATCH
COLOR OF ROOF - W/
HOLD DOWN CLIP

4" DIA ALUM VENT  @-
24" 0C MATCH COLOR 
OF STOREFRONT

1
6 3

/4"
5 3

/4"

1/2" PLYWOOD

1/2" EXTERIOR SOFFIT 
BD - PAINTED

45
.00

°

NOM 2" X 6" WOOD KICKER 
@ 30 - 45 DEG @ EACH TRUSS  
W/ (8) 10d  NAILS 

"GA2" W/ (6) #9 x 1 1/2"
LONG WOOD SCREWS

"GA2" W/ (6) #9 x 1 1/2" LONG SD SCREWS

3" RIGID INSULATION MIN R15

NOM 2" x 10" WOOD W/ 1/2" 
PLYWOOD SPACER

5/8" GYPSUM BOARD W/
EDGE BEAD - PAINTED

5/8" GYP BD ON NOM 2" x 6"
WOOD STUDS @ 16" 0C

CORNER BEAD  CONT

3/4" T & G WD DECKING
W/ CLEAR FINISH

NOM 2" x 6" WOOD TRUSSES
@ 24" OC

1/2" PLYWOOD

MIN. R-25 RIGID INSULATION 
CONTINUOUS OVER 1/2" PLYWOOD

STANDING SEAM METAL ROOFING
ON 30# ROOFING FELTS

6 1
/4"

5 3
/4"

METAL FLASHING - MATCH
COLOR OR ROOF - W
HOLD DOWN CLIPS

1" CEMENTITIOUS TRIM
- PAINTED 

3/4"x 5 1/2" T&G WOOD
DECKING W/ CLEAR FINISH
ON 1/2" PLYWOOD

11
 1/

4"

NOM 2" x 4" STUDS @ 16" OC

NOM 2" X 6"  WOOD TRUSSES

1/2" PLYWOOD

3/4" T&G WOOD DECKING
W/ CLEAR COATING

5/8" GYP BOARD W/ EDGE
BEAD @ TOP - PAINTED

NOM 8" CMU - PAINTED
FILL SOLID W/ GROUT -
OVER HARDWARE CLOTH

1/2" DIA HOOKED BOLTS
@ 24" OC

NOM 2" x 4" WOOD STUDS
@ 16" OC

11
 1/

4"

STANDING SEAM METAL ROOF
ON 30 # BUILDING FELTS

MIN. R-25 RIGID INSULATION 
CONTINUOUS OVER 1/2" PLYWOOD

1/2" PLYWOOD

NOM 2" x 4" WOOD

MIN. R15 CONTINUOUS RIGID INSULATION -
EXTEND TO ROOF INSULATION

CONT CAULK JOINT

NOM 2" x 6" WOOD TRUSSES

1/2" PLYWOOD

1" INSULATED GLASS IN 2" x
4 1/2" ALUM FRAMING

NOM 2" x 4" CONT WD ON 1/2"
PLYWOODNOM 1" x 6" T&G WOOD

DECKING W/ CLEAR FINISH

5/8" GYPSUM BOARD -
PAINTED W/ CORNER BEAD

1" TK CEMENTITOUS TRIM -
PAINTED

11
 1/

4"

11
5 
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DGH

DGH

1/4" = 1'-0"A121
1 ROOF PLAN

1" = 1'-0"A121
2 SECTION THRU SOFFIT @ WDW

1" = 1'-0"A121
3 SECTION THRU FASCIA - SIDE

1" = 1'-0"A121
4 SECTION @ TOP OF INT WALL

1" = 1'-0"A121
5 SECTION @ WINDOW HEAD



FIRST FLOOR
0' - 0"

3
A301

STANDING SEAM METAL ROOF

CEMENTITIOUS SIDING PAINTED
W/ 5" SHOWING

ALUM CAP FLASHING & SILL
W/ DRIP EDGE

4" FACE BRICK ON CMU

NOM 5/4" x 3 1/2" CEMENTITIOUS
TRIM PAINTED AND SEALED

1

1" CLEAR INSULATING
GLASS IN ALUM STORE-
FRONT FRAME

3" 12"

1
A301

9 1
/2"

8' 
- 8

"

HOLLOW METAL DOOR &
FRAME PAINTED

136B

B C

FIRST FLOOR
0' - 0"

8' 
- 8

"

3
A301 1

3" 12"

1
A301

2' 
- 8

"

136A

C B

4' 
- 0

"

FIRST FLOOR
0' - 0"

2
A301 STANDING SEAM METAL ROOF

AB

CEMENTITIOUS LAP SIDING W/
5" SHOWING - PAINTED

FACE BRICK WAINSCOT

ALUM FORMED WALL CAP &
DRIP - MATCH COLOR OF 
STOREFRONT

3"12"

5/4" x 2 1/4" CEMENTITIOUS TRIM -
PAINTED

135134

FIRST FLOOR
0' - 0"

STANDING SEAM ROOF @
3/12 PITCH

CEMEMTITIOUS BOARD ON
FRAMING OVER STEEL BEAM

4" x 4" STEEL COLUMN PAINTED

BRICK

1" TK INSULATED GLASS
IN 2" x 4 1/2" ALUM FRAME

2
A301A B

3"
12"

A
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EMS
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1 SOUTH ELEVATION
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2 NORTH ELEVATION

1/4" = 1'-0"A201
3 EAST ELEVATION

1/4" = 1'-0"A201
4 WEST ELEVATION



FIRST FLOOR
0' - 0"

3
A301

5 1
/2"

6 3
/4"

1' 
- 0

 3/
8"

A121
2

3' - 1 3/8"

STANDING SEAM METAL ROOF ON 30 # BUILDING FELTS
ON 1/2" PLYWOOD

MIN. R-25 RIGID INSULATION CONTINUOUS OVER 1/2" PLYWOOD

NOM 2" x 6" ROOF TRUSSES FOR HIPPED ROOF 

MIN. R 15 WALL INSULATION CONTINUES TO ROOF INSULATION

CEMENTITIOUS TRIM FASCIA - PAINTED

METAL FASCIA - COLOR TO MATCH ROOF

4" FACE BRICK W/ LADDER TYPE WALL TIES CONTINUOUS
VERTICALLY & @ EVERY SECOND CMU COURSE

3/4" x 5 1/2" T&G WOOD DECKING W/ CLEAR FINISH

(2) NOM 2' x 6" WITH 3/4" x 3 1/2" CAP

THRU-WALL FLASHING W/ OPEN JOINT WEEPS @ 24" OC

1/2" TK EXPANSION JOINT MATERIAL

4" CONCRETE SIDEWALK - SLOPE AWAY FROM BLDG

.

NOM 8" CMU W/ WATERPROOFING ON CMU - INSULATION SIDE

3"

1' - 0"

THRU-WALL FLASHING W/ 45 DEG HEMMED EDGE -
EXTEND UP PLYWOOD & LAP UNDER WATERPROOFING

1/2" DIA HOOKED GALV ANCHOR BOLTS  @ 24" OC

FILL SOLID W/ GROUT OVER HARDWARE CLOTH

HARDI LAP SIDING PAINTED - W/ 5" SHOWING ON 1/2" PLYWOOD

NOM 2" x 6" WOOD STUD FRAMING @ 16" OC 

1

2"

1
A301

A501
8

DESK - NOT I N CONTRACT

11
A501

MIN R-15 RIGID INSULATION

1/2" SOLID SURFACE - SS1

RAKKS (OR APPROVED EQUAL) 
14" H x 20" PAINTED STEEL 
SUPPORTS @ 16" OC

MASONRY EXP BOLTS INTO CMU

2' - 0"

2"

ENERGY SUMMARY - WALL
OUTSIDE AIR SPACE = R 0.17
1/2 PLYWOOD = R 0.62
CONTINUOUS INSULATION = R 15
1/2 PLYWOOD = R 0.62
INSIDE AIR SPACE = R 0.68
TOTAL R VALUE = R 17.09
U VALUE = U 0.058

CONT WATERPROOFING ON 1/2" PLYWOOD - TYPICAL

2
A301

3' - 2" 1" 3' - 2" 1" 1' - 5"

A121
5

(2) LAYERS 3/4" PYWOOD -
LAMINATED - CLEAR FINISH
METAL STANDARDS
ANCHORED TO FILLED
CMU WALL

1/2" SOLID SURFACE
COUNTER, BACKSPLASH
& EDGE
3/4" RED OAK VENEER
CABINETS W. CLEAR
FINISH

PAINTED 5/8" GYP BD
1' - 5" 1"

7' - 4 1/4"

1' - 10" 1' - 10" 3' - 8"

SUMMIT AL54 UNDER
COUNTER REFRIG - 32" H x
23.63" W x 22.63" DEEP-
PROVIDE OUTLET BEHIND-
OR APOORIVED EQUAL -
MUST FIT SPACE

OUTLET FOR MICRO-
WAVE - COUNTER

2' - 0 1/8"

PERMITER INSULATION 
MINIMUM R-10 FOR 24" 
TYPICAL ALL LOCATIONS

ACCESSIBLE SINK AND CABINET WITH 
REMOVABLE BOTTOM SHELF AND TOE KICK

2' 
- 9

 3/
4"

2' 
- 8

 1/
2"

1 1
/4"

NOTE: KITCHENETTE COUNTER SHALL MEET ACCESSIBILITY 
REQUIREMENTS WITH HEIGHT A MAXIMUM OF 2'-10" AFF.
THE TOP SURFACE OF THE SINK SHALL BE WITHIN THE 2'- 10"
HEIGHT. A REFRIGERATOR 24" x 32" MUST FIT UNDER THE COUNTER

ENERGY SUMMARY - ROOF
OUTSIDE AIR SPACE = R 0.17
1/2 PLYWOOD = R 0.62
CONTINUOUS INSULATION = R 25
1/2 PLYWOOD = R 0.62
INSIDE AIR SPACE = R 0.68
TOTAL R VALUE = R 27.09
U VALUE = U 0.036

FIRST FLOOR
0' - 0"

2
A301

9 1
/4"

STANDING SEAM METAL ROOF

MIN. R-25 RIGID INSULATION 
CONTINUOUS OVER 1/2" PLYWOOD

2' - 1 3/4" 2' - 1 3/4" 2' - 1 3/4" 2' - 1 3/4" 8 1/8"8 1/8"

ALUM FASCIA W/ DRIP EDGE -
COLOR TO MATCH STOREFRONT

WOOD TRUSSES @ 2' OC -
SEE STRUCTURAL DWGS

NOM 2" x 6" WOOD STUDS @
16" OC

1/2" PLYWOOD

MIN. R15 RIGID INSULATION -
CONT TO ROOF INSULATION

NOM 2" x 10" W/ 1/2" PLYWOOD
SPACER

1" TK CEMENTITIOUS TRIM
RIP AS REQUIRED - PAINT
1/2" PAINTABLE SHEATHING

6 3/4" 2' - 3 3/8" 2' - 3 1/2"

1' 
- 0

"
1' 

- 0
"

4' 
- 0

 3/
4"

NOM 12" CMU - FILL SOLID W/
GROUT

HEAVY GAUGE ALUM WALL CAP 
W/ HEMMED DRIP

FACE BRICK W/ LADDER TYPE
WALL TIES @ 16" OC

THRU-WALL FLASHING - OPEN
JOINT WEEPS AT 24" OC

1/2" CONT 1/2" EXPANSION JOINT

4" RUBBER BASE

CONCRETE FOUNDATIONS - SEE
STRUCTURAL DRAWINGS

A121
3

A121
4

3/4" RED OAK VENEER PLYWOOD
SHELVES ON STANDARDS

3/4" RED OAK VENEER PLYWOOD
COUNTER ON RAKS HEAVY
DUTY STANDARDS

FILL CMU CELLS W/ GROUT
@ STANDARD LOCATIONS

4" RUBBER BASE

MIN R-20 RIGID INSULATION
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1/2" = 1'-0"A301
1 SECTION THRU OFFICE



B

1

HEAVY DUTY ALUM WALL
CAP W/ HEMMED DRIP EDGE

ALUM MATCHING COLOR OF 
STOREFRONT FORMED &
ADHERED TO 4" x  4" STEEL
TUBE - SEE STRUCTURAL

FACE BRICK W/ TIES
ANCHORED TO STEEL
COLUMN @ 16" VERT

8" 8" 8"

4" x 4" STEEL TUBE
COLUMN - SEE STRUCT
DRAWINGS

BLUESTONE SILL W/ CLEAR CAULK 
JOINT @ ALUM STOREFRONT

2" x 4 1/2" ALUM STOREFRONT
W/ 1" CLEAR INSULATION GLASS

1/4" CAULK JOINT CONTINUOUS
8"

8"

1/2
"

3"
1/2

"
5 1

/2"

HORIZONTAL FLAT EDGE OF
CMU BELOW - PAINTED

NOM 2" x 6" WD STUDS
@ 16" OC

1/2" PLYWOOD SHEATHING

5/4" x 2 1/4" CEMENTITIOUS
TRIM - PAINTED

CEMENTITIOUS  LAPP SIDING -
5" SHOWING - PAINTED

5/8" GYP BD - PAINTED

RIGID INSULATION - MIN R15

METAL CORNER BEAD -
COMPOUND COVERED TYPE

WEATHER BARRIER
HOLLOW METAL DOOR & FRAME -
INSULATING - PAINT

HEAVY GAUGE ALUM SILL -
SLOPE TO DRAIN - W/ 
HEMMED DRIP

THRESHOLD BELOW - SET
IN BED OF SEALANT

BLUE STONE SILL W/ CLEAR
SEALANT @ ALUM SF

ALUM STOREFRONT - 2" x 4 1/2"
W/ 1" INSULATING GLASS

1" x 2 1/4" CEMENTITIOUS 
TRIM PAINTED

NOM 8" SQUARE EDGED
CMU - FILL SOLID W/ GROUT
& PAINT

TOP EDGE OF LOWER CMU 
WALL - PAINTED

NOM 2" x 6" WOOD STUDS
@ 16" OC

1/2" PLYWOOD

HOLLOW METAL DOOR & FRAME -
PAINTED - FILL FRAME W/ GROUT

NOM 2" x 6" WOOD STUDS @ 16" OC

MIN. R15 RIGID INSULATION

1/2" PLYWOOD

CEMENTITIOUS LAPP SIDING - W/
5" SHOWING - PAINTED

HEAVY DUTY ALUM WALL CAP -
MATCH COLOR OF STORE FRONT
W/ DRIP EDGE

5/8" GYP BD PAINTED

HEAVY DUTY ALUM WALL CAP -
MATCH COLOR OF STOREFRONT
W/ DRIP EDGE
CEMENTITIOUS LAPP SIDING -W/
5" SHOWING - PAINTED

3" RIGID INSULATION - MIN R15

1/2" PLYWOOD

NOM 2" x 6" WOOD STUDS @ 16" OC

5/8" GYPSUM BOARD - PAINTED

SOLID CORE WOOD DOOR

5 3/4" HOLLOW METAL FRAME -
FILL SOLID W/ GROUT - PAINT

INSULATED HOLLOW METAL 
DOOR - PAINTED

5/8" GYP BD ON WOOD STUDS -
W/ 1/4" CAULK JT @ CMU

CONT SEALANT ON BOTH
SIDES OF DOOR FRAME

3"
6 5

/8"

NOM 2" x 4" WD PLATE

1/2" PLYWOOD
NOM 1" x 6" T&G WOOD
DECKING W/ CLEAR FINISH

5/8" GYPSUM BD - PAINTED

(2) NOM 2" x 10" WOOD W/
1/2" PLYWOOD SPACER

METAL CORNER BEAD -
COMPOUND COVERED TYPE

FINISHED END OR METAL
'J' BEAD W/ 1/4" SEALANT 
JOINT

3" TK RIGID INSULATION -
NOTE THAT INSIDE FACE
ALIGNS W/ FACE OF ALUM WDW

1" INSULATING TRANSOM GLASS
IN 2" x 4 3/4" HOLLOW FRAME
PAINTED

1" CEMENTITIOUS  TRIM -
PAINTED 

NOM 2" x 4" WOOD STUDS -
SCREW ATTACH TO BEAM

INSULATED HOLLOW METAL DOOR

4 3/4" HOLLOW METAL TRANSOM
FRAME

1/2" PLYWOOD

NOM 2" x 4" WOOD CONTINUOUS

1" CEMENTITIOUS TRIM - PAINTED

3" RIGID INSULATION - MIN R15 
CONTINUE TO ROOF INSULATION

5/8" GYP BD PAINTED - USE
METAL CORNER BEADS -TOP
AND BOTTOM

NOM 2" x 6"  WOOD STUDS @ 16" OC -

CONT NOM 2" x 8" WOOD W/ 1/2"
PLYWOOD SPACER

NOM 1" x 6" T&G WOOD DECKING
W/ CLEAR FINISH

CEMENTITIOUS SIDING W/ 5" 
SHOWING - PAINTED

CONT SEALANT BOTH SIDES OF
DOOR FRAME

5 3/4" HOLLOW METAL FRAME 
W/ 4" HEAD - PAINTED

10
 3/

4"

WEATHER BARRIER

NOM 2" X 6" WD TRUSSES

1/2" PLYWOOD

NOM 2" x 4" WOOD STUDS @ 16" OC

NOM 8" CMU BOND BEAM - FILL SOLID
W/ 1/2" DIA ANCHOR BOLT TO
WOOD STUD PLATE

4" HOLLOW METAL HEAD - PAINTED -
FILL SOLID - ANCHOR TO CMU

5/8" GYP BOARD - PAINTED - W/
METAL EDGE BEAD - COMPOUND
COVERED TYPE

5/8" GYPSUM BOARD - PAINTED

NOM 2" x 4" WOOD STUDS @ 16" OC

NOM 8" SQUARE EDGE CMU
IN DISTANCE

4" x 4 3/4" HOLLOW METAL DOOR HEAD -
PAINTED - MATCH HEIGHT OF OTHER
HM DOOR FRAMES - FILL SOLID

NOM 2" x 8" WOOD HEADER
W/ 1/2" PLYWOOD SPACER 

METAL 'J' BEAD @ TOP OF GYP BD
WALL - COMPOUND COVERED TYPE

5/8" GYP BD - W/ EDGE BEAD 
PAINTED

1' - 0"

ACCUDOR DW-5040 CONCEALED FLANGE
ACCESS DOOR - 14" x 14" (ALLOW 3/8" EXTRA
FOR ROUGH OPENING - PAINTED TO MATCH
CEILING

PLUMBING VALVES - SEE PLUMBING DRAWINGS

SHIM NOM 2" x 4" WOOD 
STUDS UP 5/8"

5/8" GYP BD W/ EDGE
BEADS - PAINTED

3/4" x 5 1/2" T&G WOOD
DECKING W/ CLEAR FIN

3/4" FINISH PLYWOOD W/ SOLID EDGING

SOLID FINISH WOOD SHELF SUPPORTS
W/ CLEAR FINISH - RECESS ANCHOR W/
MASONRY SCREWS & FILL HOLES

8" x 1'- 4" CMU W/ 
EPOXY PAINT

5' - 8"
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SEPT 22, 2022

DGH

DGH

NOT FOR CONSTRUCTION

1 1/2" = 1'-0"A501
1 BRICK COLUMN & STOREFRONT CORNER

1 1/2" = 1'-0"A501
2 ALUM SF @ JAMB

1 1/2" = 1'-0"A501
3 DOOR JAMB @ BRICK WALL

1 1/2" = 1'-0"A501
4 WINDOW JAMB

1" = 1'-0"A501
5 DOOR JAMB @ WAINSCOT WALL

1" = 1'-0"A501
6 PLAN DETAIL @ DOOR JAMBS

1 1/2" = 1'-0"A501
7 ALUM DOOR HEAD W/ GLASS

1 1/2" = 1'-0"A501
8 HM DOOR HEAD @STUD WALL

1" = 1'-0"A501
9 SECTION @ INT DOOR HEAD

1" = 1'-0"A501
10 SECTION @ STUD WALL HEAD

3/4" = 1'-0"A501
11 SECTION @ CEILING ACCESS
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